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GROUND L INE \v

FOUNDATION — >~

PLUMBING FIXTURE SCHEDULE
INDIVIDUAL
STRAINER FIXI\TURE DESCRIPTION CONNECTION SIZE
0. C.W. HW. | WASTE | VENT
3” TO SERVICE PRESSURE REDUCING VALVE, - - -
SEE WATER SERVICE DETAIL BELQOW. P-1 WATER CLOSET 1 - 4 2
_ |/ 1 |/ 1 _ 1" _ 1
& DRAIN VALVE P-4 LAVATORY 2 | 1-1/4" | 1-1/4
P-6 SERVICE SINK ! " 3" 1-1/2"
’/\—’xFLUUR L INE P-13 SHOWER |/2” I,Z” 2" 1-1/4"
?
\ P-14 EMERGENCY SHOWER & EYEWASH 107, - - -
FLOOR SLEEVE P-15 (EWC) FLEC WATER COOLER 1" - 1-1/4" | 1-1/4"
P-19 WASH FOUNTAIN 7y /" 3" 117"
WH WALL HYDRANT 3, - - -

WATER SERVICE ENTRY DETAIL

NO SCALE

BYPASS VALVE //"’\\\\\\\\

4" FROM WATER SERVICE ENTRY.,
SEE ENTRY DETAIL ABOVE.
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4" T0 BUILDING SYSTEM

:EFJ;‘\\-WALL FAUCET

— PRESSURE GUAGE

- \
i é PRESSURE REDUCING VALVE: 250 GPM @
<] (O)—+H ' 5 PSI PRESSURE DROP MAXIMUM. INLET

PRESSURE
PRESSURE

70 PSIGs OUTLET BUILDING
65 PSIG.

—

WATER SERVICE DETAIL

NO SCALE

DRAIN LINE SHALL BE AT LEAST THE
SAME SIZE AS THE NIPPLE ON THE

DRAIN PAN

CLEANOUT

PITCH DOWN & ROUTE TO

FLOOR DRAIN

CLEANOUT —_\\\\\\\\\\\\ | ¢
S0 |

|vo|k\FLOUR DRAIN

N

COOLING COIL
DRAIN PAN

COOLING COIL DRAIN TRAP DETAIL

NO SCALE

PNEUMATIC LUBE/OIL/ANTIFREEZE PUMP SCHEDULE
UNIT MIN. FLOW | AIR PRES | MIN. OUTLET [ MAX. OUTLET
RATE (GPM}| MAX ({PSIG} | PRES. (PSIG}I [ PRES. {PSIG]
CHASSIS LUBE | - 125 4500 5000
MOTOR OIL 2.9 125 900 1000
ANTIFREEZE 4 125 125 750

AIR PRESSURE MAX SHALL BE ADJUSTABLE TO LOWER SETTINGS
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| 11" SUPPLY
SUPPORT AS REQUIRED
- 11,,” GATE VALVE
STAY-OPEN BALL VALVE -
—_\\\\j\\\\ L ——— DIELECTRIC UNION
D
P 8” DIA. EMERGENCY
A HEAD
_‘_ QN
| __,,,,////////’4= L— T EDGE OF WALL
SAFETY SIGN (]
ALTERNATE SUPPLY
(PLUG)—————-§\‘\\\\\\\\\\~‘
EYE WASH\ <l
P A, |
] PADDLE HANDLE 1 SIRAPS
~ BALL VALVE
N
| 12" DRAIN S~ BOTTOM OF TEE.
? PLUGGED
~
FoOT TREDLE\\\\\\ 11" WASTE TEE
Y
FLOOR , i
J_l M~
R _—\\\\ —— ||
9” DIA. FLANGE CUT TO FIT WALL~——~’//////’
SAFETY SHOWER - EYE WASH DETAIL
NO SCALE
C
' HOT WATER T FIXTURES’\\X/ TEMPERATURE -PRESSURE RELIEF VALVE
__i~j4/j:/,/f£xﬂ ‘//A- DIELECTRIC UNION (TYP.)
[SOLATION VALVE (TYP.)
T Fy
1" COLD WATER INLET ) I T I Y
< VENT PIPE. ROUTE TO FLOOR DRAIN
- EWH-1, PROVIDE UNIT WITH 30 GALLON STORAGE
‘/////____-AND RECOVERY OF 25 GPH AT 70 DEG TEMP RISE.
/////"HOSE END DRAIN VALVE
MEZZANINE DECK [H><P
\ \II | | IIJ
ELECTRIC WATER HEATER DETAIL
NO SCALE
B FINTSH FLODR ) FLOOR CLEANOUT
SN
FLOW
ﬂ{ ) —~—————
FOR CLEANOUT AT END OF LINE
PLUG WYE AT THIS POINT.
CLEANOUT DETAIL
NO SCALE
CENTRIFUGAL PUMP (CP) SCHEDULE
HEAD MIN.
UNIT [ SYSTEM GPM | iFT. H201 | EFFICIENCY | TYPE
P-1 | WASH ARCH (WATER) 120 | 261 30 BASE MOUNTED CENTRIFUGAL
P-2 | RINSE ARCH (WATER) 120 | 261 30 BASE MOUNTED CENTRIFUGAL
A
5 4

[:]‘V///,//’AIR COMPRESSOR. AC—1, PROVIDE 5 ACFM CAPACITY
(j::i:) 2 STAGE UNIT AT 100 PSIG WORKING PRESSURE

80 GALLON A A (
RECEIVER Ded] k;\\ De] - )
1" A
. g\ = . HIGH PRESSURE
T VA REGULATOR
5, VIBRATION ISOLATOR \\\\\\\\\\
I ) &' CONCRETE PAD SEE COALESCING FILTER

\W// STRUCTURAL DRAWING

///// AUTOMATIC CONDENSATE
FLOOR DRAIN DRAIN TRAP

SHOP AIR FLOW DIAGRAM

NO SCALE

~

;" DIA. DROP

/ BALL VALVE

OUTLET PRESSURE GAGE (150 PSI)

COMBINATION AIR PRESSURE REGULATOR/
FILTER (5 ACFM, 100 PSI-IN, 30 PSI-0UT)

‘ F— O
\‘K\\-DIRT LEG

42" 1:h‘¥BLOW OFF COCK

/ FINISHED FLOGR

AIR OUTLET DETAIL

NO SCALE

}k'/g" QUICK AIR DISCONNECT
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